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Abstract 
This aim of this paper is to design controller for Doubly Fed Induction Generator (DFIG) 
converters and MPPT for turbine and a sensor-less rotor speed estimation to maintain equilibrium in rotor 
speed, generator torque, and stator and rotor voltages. It is also aimed to meet desired reference real and 
reactive power during the turbulences like sudden change in reactive power or voltage with concurrently 
changing wind speed. The turbine blade angle changes with variations in wind speed and direction of wind 
flow and improves the coefficient of power extracted from turbine using MPPT. Rotor side converter (RSC) 
helps to achieve optimal real and reactive power from generator, which keeps rotor to rotate at optimal 
speed and to vary current flow from rotor and stator terminals. Rotor speed is estimated using stator and 
rotor flux estimation algorithm. Parameters like tip speed ratio; coefficient of power, stator and rotor 
voltage, current, real, reactive power; rotor speed and electromagnetic torque are studied using MATLAB 
simulation. The performance of DFIG is compared when there is in wind speed change only; alter in 
reactive power and variation in grid voltage individually along with variation in wind speed. 
 
Keywords: doubly fed induction generator (DFIG), maximum power point tracking (MPPT), real and 
reactive power control, rotor & grid side converter (RSC & GSC), sensor-less speed estimation, wind 
energy conversion system (WECS) 
 
 
1. Introduction 
Wind and solar electric power generation systems are popular renewable energy 
resources and are getting significance due to retreating of primary fuels and because of eco-
friendly nature and is available from few kilo-watt power to megawatt rating [1]. The DFIG is 
getting importance compared to permanent magnet synchronous generator (PMSG) or 
asynchronous generator because of the operation under variable speed conditions [3]-[5], 
capability to extract more or maximum power point tracking theorm (MPPT) [2] and fast and 
accurate control of reactive power [6]-[13], better capability in low voltage and high voltage fault 
ride through situation, low cost of converters [14], effective performance during unbalanced and 
flickering loads. The efficiency enhancement and capability to meet desired reactive power 
demand from grid can be obtained by adopting robust rotor side control (RSC) for DFIG. But in 
general, RSC is rated from 25% to 35% of generator stator rating, which allows only ±25% 
variation in rotor speed. However, due to low power rating of converters, the cost incurred on 
controllers is low. 
In general, the stator and rotor windings of DFIG can deliver both real and reactive 
power to the grid. The direction of real and reactive power flow from rotor can me varied to meet 
the desired reactive power requirements from grid with the help of sophisticated RSC controller 
scheme. The MPPT algorithm will be designed mostly for wind turbines to extract more 
mechanical power by adjusting the rotor blades and to make the generator shaft to rotate at 
optimal speed. This algorithm makes the blades to sweep maximum area to make wind 
sweeping turbine shaft with more mechanical force so that maximum mechanical power can be 
achieved at that particular wind speed. However more mechanical power can be obtained 
naturally at higher wind speed from the wind turbine.  
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The increase in wind generators connected to grid leads to penetration issues causes 
many problems to sensitive generators. If any generators among them are unable to convene 
desired grid codes, make them to trip, causing voltage at point of common coupling (PCC) 
decreases tending the other generators to oscillate if any small disturbance like change in wind 
speed occurs. It will tend WECS system to weaken or work at marginal stable situation for 
certain time. The solution to above penetration issue for making healthy system is effective 
control of reactive power.  
To achieve desired reactive power requirement for grid, rotor side converter (RSC) 
plays a vital role in coordination with grid side controller (GSC).  With change in grid voltage 
(due to reason like faults or so) stator voltage also needs to be adopted for not loosing 
synchronism with grid and to maintain stability, GSC controller is necessary. Maximum power 
extraction from DFIG using pitch angle controller and optimal power coefficient at low and high 
speed is analyzed in [15]. Direct and indirect control of reactive power control with an aim to 
meet active and reactive power equal to the reference values as achieved in [16]. MPPT based 
WECs design facilitates the wind turbine has to operate in variable speed as per the ideal cube 
law power curve [17]–[21]. The constant power mode of operation can be achieved by (i) 
including energy storage devices [21]–[25] and (ii) employing pitch control [17],[26],[27]. 
Introduction to tuning of PID controllers [28], pitch angle control with neural network for optimal 
tracking of real power is given in [29]. Advanced techniques like hybrid fuzzy sliding mode [29] 
and growing natural gas based MPPT algorithm is proposed in [30]. These advanced methods 
can improve overall DFIG system performance with robust control, faster in action and 
enhanced tracking of real and reactive power. 
In this paper, performance of DFIG was compared and analyzed under situations like, 
with variation in wind speed alone, with reactive power variation and with grid voltage variation 
for same variation in wind speed. In these cases, variation in tip speed ratio and coefficient of 
turbine power, effect on real and reactive power flows, voltages and current from stator and 
rotor, rotor speed and electromagnetic torque are examined. The paper was organized with 
overview of WECS with wind turbine modeling and pitch angle controller in 2nd section, study of 
mathematical modeling of DFIG in 3rd section, the 4th section describe RSC architecture and 
design; section 5 analyses the performance of DFIG for three cases like effect of variation on 
wind speed variation, reactive power demand along with variation in wind speed and grid 
voltage variation with wind speed. Conclusion was given in Section 6. System parameters are 
given in appendix. 
 
 
2. Wind Energy Conversion System (WECS) 
The overview of wind energy conversion system (WECS) is shown in Figure 1. The 
construction has following dynamic models: Wind speed calculator is an anemometer sensor 
system with storage system to measure the actual wind speed in meters per second at that 
instant with air density and ambient temperature measurements also, and is given to WECS and 
turbine system. The WECS system consists of aerodynamics and wind turbine control model to 
extract maximum power during steady state and protection during transient or unstable state of 
operation. Mechanical and electrical model control system is to generate reference speed, 
power and voltage signals for controlling real and reactive power flow from generator to the grid 
and also contains protective system during abnormal situation. The mechanical model system 
gives command to turbine for extraction of maximum mechanical power extraction for a given 
wind speed and the electrical model system give command for the generator to produce 
respective real power and reactive power and to maintain synchronism under all operating 
condition. 
The real and reactive power from DFIG is controlled by using two controllers namely 
rotor side (RSC) and grid side (GSC) controller using converter controller model as shown in 
Figure 2. The converter model is a bidirectional switches with IGBT (integrated bi-polar 
transistor), which controls the voltage, real and reactive power from stator and rotor to grid.  
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Figure 1. Block diagram of WECS for grid connected DFIG  
 
 
The RSC controller aim is to maintain DFIG rotor to maintain optimal speed specified by 
MPPT and also to control the reactive power flow by varying rotor current direction. The GSC 
controller is maintain constant DC link voltage at back to back terminals across capacitor, so 
that this voltage can be maintained as per PCC point and also for rapid supply of leading or 
lagging reactive power without much deviation from generator real power. 
The transformer near the grid is a step-up voltage and the other transformer is an 
isolation transformer. 
 
 
 
Figure 2. Schematic diagram of WECS for DFIG system connected to grid 
 
 
2.1. The wind turbine modeling 
The wind turbine is the prime mover which facilitates in converting kinetic energy of 
wind into mechanical energy which further converted into electrical energy. From basic theory of 
wind energy conversion, the output mechanical power from turbine is given by 
 
P୫ୣୡh= ଵଶCp(λ, β)ρπrଶυனଷ         (1) 
Where P୫ୣୡh is the mechanical power output from wind turbine, Cp is coefficient of wind 
power as a function of pitch angle (β) and tip speed ratio (λሻ, ρ is specific density of air, r is 
radius of wind turbine blade, υன is wind speed. 
 
Cp(λ, β) = 0.5176 (ଵଵ଺஛౟  - 0.4 β - 5) e
ିଶଵ ஛౟ൗ + 0.0068λ    (2) 
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The tip sped ratio is a relation between turbine speed (ω୲ሻ,	radius of turbine blades and 
wind speed and tip speed ratio at particular angle ‘i’ is given the relation as shown below 
 
λ= ன౪୰஥ಡ    and 
ଵ
஛౟= 
ଵ
஛ା଴.଴଼ஒ – 
଴.଴ଷହ
ஒయାଵ   (3) 
 
the output power at nominal wind speed is given by the below equation 
 
υ୬=ට ଶ	୔౩h஠஡୰యେ౦	ౣ౗౮
య   (4) 
 
Where Psh is the turbine shaft power and Cpmax is maximum mechanical power 
coefficient. The maximum power P୫ୟ୶ from wind turbine can be extracted by using the equation 
 
P୫ୟ୶ = ଵଶ஛౥౦౪య πρC୮	୫ୟ୶r
ହω୭୮୲ଷ              (5) 
 
 
2.2. Pitch angle controller 
The wind turbine blade angles are controlled by using servo mechanism to maximize 
turbine output mechanical power during steady state and to protect the turbine during high wind 
speeds.  
This control mechanism is known as pitch angle controller. When wind speed is at cut-in 
speed, the blade pitch angle is set to produce optimal power, at rated wind speed; it is set to 
produce rated output power from generator. At higher wind speeds, this angle increases and 
makes the turbine to protect from over-speeding. The pitch angle controller circuit is as shown in 
Figure 3.  
 
 
  
(a) 
 
 
(b) 
 
Figure 3. The pitch angle controller circuit, a) Pitch angle controller design for wind turbine, b) 
Wind turbine modeling- mechanical torque derivation from wind speed, tip speed ratio and other 
characteristic parameters 
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In this system reference generator speed is W୰୰ୣ୤ ൌ1.2p.u or is obtained from MPPT 
algorithm and actual speed of the generator is Wr. The actual speed can be estimated using an 
encoder or using sensor-less estimation strategy. The error between reference and actual 
values is controlled using PI controller. In the similar way, the difference in reference (P*=1) and 
actual power outputs from turbine (PT) is controlled by PI controller. Both the outputs from PI 
controller are designed to get reference pitch angle controller (βref). The closed loop control of 
pitch angle is obtained as shown in Figure 3. The optimal pitch angle is written mathematically 
at this point as ׬ ଵ୘ಊ(β୰ୣ୤ െ βሻ	dt. If pitch angle is set at zero degrees, maximum power can be 
extracted from the turbine. In general pitch angle is set between 0 to 7.5o/s to extract maximum 
power, also these values specifies the turbine is working in stable environment and if is set at 
27o/s, it means either wind speed is high called cutout wind speeds or may be external fault in 
the external electric system. The reference real power (Pe) or actual mechanical output from 
turbine and mechanical output torque (Tm) is shown in Figure 4. Using Tip Speed Ratio (TSR) 
and Coefficient of Power (CP) are used to generate reference power and the control scheme is 
useful to extract maximum mechanical power, thereby more mechanical tore Tm by using the 
MPPT algorithm.  
 
 
Figure 4. Reference electrical power generation control circuit and mechanical torque output 
from turbine with MPPT algorithm 
 
 
The aim of MPPT algorithm as shown in Figure 4 is to generate optimal mechanical 
power output from turbine and mechanical input torque to be given to the doubly fed induction 
generator. The mechanical power is given as reference to grid side converter (GSC) to make 
the rotor to rotate at optimal speed. The optimal input torque to DFIG is so as to operate for 
extracting maximum power from the generator. The inputs to MPPT algorithm are radius of 
curvature ‘R’ of turbine wings, rotor speed (Wr), wind sped (Vw) and pitch angle (beta). Initially 
with R, Wr and Vw, tip speed ratio (g) is determined. Later using equation 2 and input parameter 
beta, coefficient of power (Cp) is calculated. Based on equation 5, optimal mechanical power 
(Pm_opt) is determined and dividing mechanical power by rotor speed, optimal torque (Tm_opt) 
is determined. The pitch angle (beta) is determined as shown in Figure 4. The application of 
Pm_opt and Tm_opt is shown in Figure 6 and 7. 
        When there is change in wind speed, turbine speed changes and thereby beta, Cp 
and mechanical power and torque changes [2]. If grid voltage varies due to fault or any 
conditions, the current flow in the rotor circuit varies. Huge requirement of reactive power for 
grid will come to picture to maintain low voltage ride through (LVRT) phenomenon. During this 
period, rotor speeds increases gradually and lose synchronism if not provided with LVRT 
capability [14]. In general, load varies continuously. So, active and reactive power demand from 
grid changes considerably. It has to be provided by DFIG. For this enhanced real and reactive 
power is necessary [12]. For this optimal real power generation is achieved by extracting 
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optimal mechanical power output from turbine is derived and made to run at optimal loading and 
speed. For this MPPT algorithm proposed will be very helpful. 
 
2.3. Mathematical Modeling of DFIG 
There are many advantages of DFIG compared to squirrel cage induction generator or 
permanent magnet synchronous generator. Using DFIG independent control of active and 
reactive power, variable speed and constant frequency operation, over load capability, higher 
efficiency, higher ratings, are possible. The converters need to handle only 25% to 35% of 
generator capacity, thereby minimizing operating cost and switching losses, low hardware cost 
etc.  
The equivalent circuit of DFIG in rotating reference frame at an arbitrary reference 
speed of ω is shown in Figure 5. The equations can be derived in dq reference frame were as 
follows: 
 
 
 
Figure 5. Equivalent circuit of DFIG in rotating reference frame at speed ω 
 
 
The stator direct and quadrature axis (dq) voltages and flux of DFIG can be written as 
 
Vୱୢ= RୱIୱୢ - ωୱψୱ୯ + ୢந౩ౚୢ୲  (6a) 
 
ψୱୢ ൌ ሺሺVୱୢ െ RୱIୱୢሻ ଵୱ െ σLୱIୱୢሻ
୐౨
୐ౣ (6b) 
 
Vୱ୯= RୱIୱ୯ + ωୱψୱୢ + ୢந౩౧ୢ୲  (7a) 
 
ψୱ୯ ൌ ሺሺVୱ୯ െ RୱIୱ୯ሻ ଵୱ െ σLୱIୱ୯ሻ
୐౨
୐ౣ (7b) 
 
The equations 6b and 7b are stator d and q axis flux written in terms of stator voltage, 
current and passive elements. The leakage factor σ can be stated as 1- ୐మౣ୐౩୐౨. 
The rotor direct and quadrature axis are derives as 
 
V୰ୢ= R୰I୰ୢ െ ሺωୱ െ ω୰ሻψ୰୯ + ୢந౨ౚୢ୲  (8) 
 
V୰୯= R୰I୰୯ + ሺωୱ െ ω୰ሻψ୰ୢ + ୢந౨౧ୢ୲  (9) 
 
The difference between stator speed ሺωୱሻ	and rotor speed ሺω୰ሻ is known as slip 
speed	ሺsωୱሻ. For motoring action, this difference is less than zero and for generating, the slip 
speed is negative. The stator and rotor flux linkages in axis frame are given below 
 
ψୱୢ= L୪ୱIୱୢ + L୫I୰ୢ (10) 
 
or	ψୱୢ= L୫Iୱ୫ (11) 
 
ψୱ୯= L୪ୱIୱ୯ + L୫I୰୯ (12) 
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ψ୰ୢ= L୪୰I୰ୢ + L୫Iୱୢ (13) 
 
ψ୰୯= L୪୰I୰୯ + L୫Iୱ୯ (14) 
 
The magnitude of rotor flux can be written as	ψ୰ ൌ ටψ୰ଶୢ ൅ ψ୰୯ଶ .  
The stator real power in terms of two axis voltage and current is 
 
Pୱ=ଷଶ (Vୱୢ	Iୱୢ+Vୱ୯	Iୱ୯) (15) 
 
The rotor real power in terms of two axis voltage and current is 
 
P୰=ଷଶ (V୰ୢ	I୰ୢ+V୰୯	I୰୯) (16) 
 
The stator reactive power in terms of two axis voltage and current is 
 
Qୱ=ଷଶ (Vୱ୯	Iୱୢ െ Vୱୢ	Iୱ୯) (17) 
 
The rotor reactive power in terms of two axis voltage and current is 
 
Q୰=ଷଶ (V୰୯	I୰ୢ െ V୰ୢ	I୰୯) (18) 
 
The quadrature and direct axis rotor current in terms of stator parameters can be written as 
 
I୰୯= ୔౩|୚౩| = 
ି୐ౢ౩
୐ౣ  Iୱ୯ (19) 
 
I୰ୢ= ୕౩|୚౩| + 
|୚౩|
ன౩୐ౣ  (20) 
 
The output electromagnetic torque is given by the equation 
 
Tୣ  = ଷଶ ƥL୫	(Iୱ୯I୰ୢ െ IୱୢI୰୯) (21) 
 
 
 
The mechanical torque output from the turbine in terms of mechanical power and rotor speed is 
 
T୫= ୔ౣ౛ౙhன౨  (22) 
 
 
3. Rotor Side Controller (RSC) and Grid Side Controller (GSC) Architecture and Design 
 
3.1. Operation of GSC and RSC controllers 
The rotor side converter (RSC) is used to control the speed of rotor and also helps in 
maintaining desired grid voltage as demanded. The control circuit for grid side controller (GSC) 
is shown in 6a and rotor side controller (RSC) is shown in Figure 6b for the general network in 
Figure 8 with internal circuits for deriving RSC PLL for 2 phases to 3 phases inverse Parks 
transformation is shown in Figure 9. This Figure 9 helps to inject current in rotor winding at slip 
frequency. The GSC and RSC have four control loops each, later has one speed control loop, 
other is reactive power and last two are direct and quadrature axis current control loops. The 
speed and reactive power control loops are called outer control loop and direct and quadrature 
axis control loops are called inner control loops. The reference rotor speed is derived from the 
wind turbine optimal power output PmOpt as shown in Figure 4 and grid power demand. In total, 
the reference power input to the lookup table as shown in Figure 6b is Pm,gOpt. Based on the 
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value of Pm,gOpt , the rotor is made to rotate at optimal speed so as to extract maximum power 
from DFIG set. The difference between reference speed of generator and actual speed of 
generator is said to be rotor speed error. Speed error is minimized and maintained nearly at 
zero value by using speed controller loop which is a PI controller with Kpn and Kin as 
proportional and integral gain parameters. The output from speed controller is multiplied with 
stator flux (Fs) and ratio of stator and rotor (Ls and Lr) inductances to get reference quadrature 
current (Iqr) for rotor. The error in reference and actual reactive power give reference direct axis 
current (Iqr). The difference between these reference and actual two axis currents is controlled 
by tuned PI controller to get respective direct and quadrature axis voltages. The output from 
each PI controller is manipulated with disturbance voltages to get reference voltage for pulse 
generation as shown in Figure 6b. It must be noted that the pulses are regulated at slip 
frequency for RSC rather than at fundamental frequency and slip frequency synchronizing for 
inverse Park’s transformation can also be seen in the figure. 
The MATLAB based block diagram of GSC is shown in Figure 6a. For a given wind 
speed, reference or control power from turbine is estimated using lookup table. From equation 
(15), stator real power (Pstator) is calculated and the error in powers is difference between 
these two powers (dP) which is to be maintained near zero by PI controller. The output from PI 
controller is multiplied with real power constant (Kp) gives actual controllable power after 
disturbance. The difference in square of reference voltage across capacitor dc link (Vdc*) and 
square of actual dc link voltage (Vdc) is controlled using PI controller to get reference 
controllable real power. The error in the reference and actual controllable power is divided by 
using 2/3Vsd to get direct axis (d-axis) reference current near grid terminal (Igdref). Difference 
in Igdref and actual d-axis grid current is controlled by PI controller to get d-axis voltage. But to 
achieve better response during transient conditions, decoupling d-axis voltage is added as in 
case of separately excited DC motor. This decoupling term helps in controlling steady state 
error and fastens transient response of DFIG during low voltage ride through (LVRT) or during 
sudden changes in real or reactive powers from/ to the system. 
 
 
 
Figure 6a. Grid side controller with indirect vector control technique for DFIG 
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Figure 6b. Rotor side converter using power to speed conversion with improved vector control 
for DFIG 
 
 
 
Figure 7. Design of overall DFIG based system with RSC and GSC  
 
 
Similarly from stator RMS voltage (Vs) or reference reactive power, actual stator voltage 
or reactive power is subtracted by PI controller and multiplied with appropriate reactive power 
constant (Kq) to get actual reference reactive power compensating parameter. From equation 
(17), actual reactive power is calculated and the difference in this and actual compensating 
reactive power and when divided by 2/3Vsq, we get quadrature axis (q-axis) reference current 
(Iqref). When the difference in Iqref and stator actual q-axis current (Iq) is controlled by PI 
controller, reference q-axis voltage is obtained. As said earlier, to improve transient response 
and to control steady state error, decoupled q-axis voltage has to be added as shown in Figure 
6a. Both d and q axis voltage parameters so obtained are converted to three axis abc 
parameters by using inverse Park’s transformation and reference voltage is given to scalar 
PWM controller to get pulses for grid side controller. 
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Figure 8. Internal circuits design of RSC for extracting rotor Parks transform PLL block for dq to 
abc conversion 
 
 
The main purpose of rotor side controller (RSC) is to maintain desired generator speed 
and reactive power flow from rotor circuit, while grid side controller (GSC) is used to achieve 
nearly constant DC link voltage and to control bidirectional reactive power flow from GSC 
converter, stator and grid. This GSC is also capable in controlling real power from stator to 
achieve desired real power from generator stator. 
The general form of speed regulation is given by 
 
Tୣ = J	ୢன౨ୢ୲  + B ω୰	+ T୪ (23a) 
 
 = (Js+B) ω୰	+T୪ (23b) 
 
Where Tୣ 	is	electromagnetic	torque, J is moment of inertia and B is friction coefficient, T୪ 
is considered to be disturbance. 
Multiplying both sides with	ωୣ୰୰୭୰	, we get the equation as 
 
Tୣ 	ωୣ୰୰୭୰	= (Js + B) ω୰	ωୣ୰୰୭୰	+	T୪	ωୣ୰୰୭୰	    (24) 
Considering ω୰	constant and change in speed error is ωୣ୰୰୭୰	 is control variable, the 
above equation becomes.  
 
Pୱ∗ = (K୧୬s +	K୮୬) ωୣ୰୰୭୰	+ P୪ (25) 
 
As product of torque and speed is power, we will be getting stator reference power and 
disturbance power as shown below.  
 
	Pୱ∗ െ P୪	= (K୧୬s + K୮୬) ωୣ୰୰୭୰	 (26) 
 
Where, K୧୬ ൌ J*ω୰	and	K୮୬ ൌ B*ω୰	 
IJEEI ISSN: 2089-3272  
Flux Based Sensorless Speed Sensing and Real and Reactive Power Flow .... (DVN. Ananth) 
249
Finally direct axis reference voltage can be written by using equation (26) and is 
incorporated for Figure 6a. The equations for voltage and current control loops are  
 
V୰∗ୢ = െሺωୣ୰୰୭୰	ሻ(K୮୬+	୏౟౤ୱ ) + ሺPୱ	ሻ(K୮୲+	
୏౟౪
ୱ )  (27) 
 
V୰୯∗ = Qୣ୰୰୭୰	(K୮୕+	୏౟్ୱ ) (28) 
 
V୥∗ୢ ൌ K୥୮൫i୥ୢ∗ െ i୥ୢ൯ ൅ k୥୧ ׬൫i୥ୢ∗ െ i୥ୢ൯dt െ ω୭L୥i୥ୢ ൅ ൅kଵVୱୢ                                  (29) 
 
V୥୯∗ ൌ K୥୮൫i୥୯∗ െ i୥୯൯ ൅ k୥୧ ׬൫i୥୯∗ െ i୥୯൯dt ൅ ω୭L୥i୥ୢ ൅ kଶVୱ୯                                    (30) 
 
i୥୯∗ ൌ K୯sqrtሺVୢୡଶ∗ െ Vୢୡଶ ሻ ൅ k୯୧ ׬ሺVୢୡ∗ െ Vୢୡሻdt ൅ RୢୡVୢ ୡ                                         (31) 
 
i୥ୢ∗ ൌ KୢsqrtሺVୱଶ∗ െ Vୱଶሻ ൅ kୢ୧ ׬ሺVୱ∗ െ Vୱሻdt                    (32)                                  
 
The rotating direct and quadrature reference voltages of rotor are converted into 
stationary abc frame parameters by using inverse parks transformation. Slip frequency is used 
to generate sinusoidal and cosine parameters for inverse parks transformation. 
 
 
3.2. Rotor speed sensing by using sensor-less control technique 
The sensor-less speed control for DFIG system with stator and rotor flux observers are 
shown in Figure 9a. The three phase stator voltage and currents are converted into two phase 
dq voltages and current by using Park’s transformation. The dq axis stator voltage and current 
are transformed into dq axis stator flux based on equations 6b and 7b. The internal structure for 
dq axis flux derivations are shown in Figure 9b and 9c. The derived rotor and stator flux are 
compared and is controlled to estimate rotor speed by using PI controller. The blocks G1 and 
G2 are PI controller functional blocks. The speed is estimated and is termed as Wr and is 
integrated to get rotor angle. The angle is multiplied with trigonometric SIN and COS terms and 
is given to mux to get sin_cos parameters and the total setup can be used as phase locked loop 
(PLL). This sin_cos helps in estimating exact phase sequence and for locking the new system to 
reference grid.  
 
The estimated speed Wr is given as input for RSC controller as shown in Figure 6b. 
From the lookup table, reference rotor speed is estimated from optimal power block, which is 
obtained from MPPT algorithm explained earlier. 
 
 
3.3. Behaviour of mechanical and electrical system with the variation in wind sped and 
reactive power 
The mechanical to electrical relationship is explained as follows. The rotor speed can be 
expressed as 
 
ω୰	=ሺ1 െ sሻωୱ ൌ pηωன୲ (33) 
 
Where s is slip of DFIG, p is pair of poles of DFIG; η is gear box ratio and ωω୲	is wind 
turbine speed. With the change in wind speed and depending on gears ratio and number of field 
poles, the rotor speed varies is shown in equation 33. When rotor speed varies, reference 
quadrature axis current changes, thereby current flow in the rotor circuit varies. The stator 
output also varies with variation in wind turbine speed and DFIG output power. When slip varies, 
the voltage in rotor circuit also varies which can be explained as per equations 8 and 9. Further 
change in rotor voltage leads to change in rotor current, there by rotor power flow also varies.  
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(a) 
 
 
 
 
(b) 
 
 
 
(c) 
 
Figure 9. The sensor-less speed control for DFIG system, a). Estimation of rotor speed with 
stator voltage and current and rotor flux as inputs, b) Derivation of stator q-axis flux from q- axis 
stator voltage and current equation 7b, c). Derivation of stator d-axis flux from d- axis stator 
voltage and current from equation 6b 
 
 
The mechanical turbine tip speed ratio (TSR) can be written in terms of radius of turbine 
wings (R), angular stator speed (ωs), pole pairs and gear box ratio as 
 
λ ൌ ୖன౩୮஗୴౭ ሺ1 െ sሻ (34) 
 
Increase in stator or grid frequency, TSR increases and vice versa. Similarly with 
increase in rotor speed or wind speed, TSR decreases and vice versa. Hence when an 
electrical system gets disturbed, mechanical system also will get some turbulence and electrical 
to mechanical system is tightly interlinked. The steady state behavior of overall system must 
satisfy the relation below.   
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∆P ൌ ି୔ಡ౪ሺଵିୱሻ െ	 Pୣ ୫ ൌ 0	 (35) 
 
Under normal conditions, the change in turbine output has to be compensated by 
electrical power output from DFIG. Otherwise slip gets changed and thereby rotor speed 
changes. Hence imbalance in mechanical to electrical power output ratios, the slip changes. 
With the change in coefficient of power Cp, the mechanical power varies. The mechanical 
power changes mostly when wind speed or air density around the turbine wings changes. The 
electrical power from DFIG changes when mechanical power changes or rotor speed changes 
or load demand from grid varies. 
 
 
4. Results and Discussion 
The dynamic performance of the DFIG system is shown in Figure 9 is investigated 
under three different cases and the rating specifications for DFIG and wind turbine parameters 
are given in appendix. The wind speed change in all cases in meters per seconds as 8, 15, 20 
and 10 at 15, 25 and 35 seconds. The reactive power and voltage value change in individual 
two cases with change in time is from -0.6pu at 12 seconds to 0pu change at 20 seconds. It was 
further changed from 0pu to +0.6pu magnitude at 30 seconds. In general wind speed will 
change with time which is a natural phenomenon, demand in lagging or leading reactive power 
requirement will come into picture because of change in load. Due to addition of large furnace or 
induction motor or non linear type load, leading reactive power greater than 0pu is required, 
while for light load lagging reactive power is required (<0pu). Hence DFIG will become better 
generator source if immediately it can supply any desired reactive power effectively. The 
change in grid terminal voltage takes place when suddenly switching on or off large loads or 
due to small faults near point of common coupling (PCC). The effect of change in wind speed, 
change in wind speed with reactive power and change in wind speed with grid terminal voltages 
on generator and turbine parameters are studied. 
 
 
5. Case Studies  
 
5.1. Case A: Change in TSR and Cp with wind speed, reactive power and grid voltage 
The changes in tip- speed ration and power coefficient Cp with change in wind speed 
alone is shown in Figure 10 (a), with both reactive power and wind speed variation in Figure 11 
(b) and variation with grid terminal voltage and wind speed both is shown in Figure 10 (c). 
 
 
 
 
(a)             (b)    (c) 
 
Figure 10. Tip speed ratio and Coefficient of power Cp for (a) change in wind speed alone,  
(b) reactive power change & wind speed variation, (c) both grid voltage & wind speed changes 
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It can be observed that when wind speed is at 8m/s, tip speed ratio (TSR) is high near 4.8 
degrees and slowly decreases to 2.6 degrees at 15s when speed increases to 15m/s, further 
increased to 1.9o at 25s when speed of wind is 20m/s and decreased to 3.9o when wind speed 
decreased to 10m/s at 35s. In the similar way, Cp is also changing from 3.25 to 1.7 at 15s, and 
further decreased to 1.25 at 25s, and then increased to 2.55 at 35 seconds with wind speed 
variation from 8 to 15 and then to 20, and 10 m/s.   
The variation in TSR and Cp with change in reactive power is independent and has no 
effect as shown in Figure 10 (a and b). However, with change in grid terminal voltage, a very 
small change in TSR and Cp can be observed. It is due to the fact that the TSR and Cp 
depends on parameters as described by equations 1 to 5 and is independent on voltage and 
reactive power. The TSR and Cp are blade size and shape with change in ambient temperature 
and wind speed dependant natural parameters.  
 
5.2. Case B: Change in electromagnetic torque and rotor speed with wind speed, reactive 
power and grid voltage 
The reference mechanical turbine torque and generator torque with magnitudes 
overlapping and variation of rotor speed for all three cases comparison is shown in Figure 11. In 
this the reference and actual torque waveform with blue color is turbine reference torque and 
pink color lines are for generator torque. It can be observed in Figure 11 (a, b and c), with 
increase in wind speed, torque is increasing and vice-versa. Till time up to 15 seconds, wind 
speed is at low value of 8m/s, so torque is at -0.2pu and increased to -0.5pu at 15s with 
increase in wind speed to 15m/s. The torque further increased to -0.9pu when wind speed is 
20m/s and decreased to -0.28pu when speed decreased to 10m/s. there are small surges in 
torque waveform because of sudden change in wind speed. These surges can be minimized if a 
flywheel is used between turbine and generator, but has disadvantage of increase in weight, 
cost and maintenance. With the change in wind speed, rotor speed is also varying but is 
maintained nearly at constant value of 1.3pu RPM. In the first case, reactive power was at 0pu 
and grid terminal voltage is 1pu.  
 
 
  
            (a)    (b)      (c) 
 
Figure 11. Reference and actual generator torque and rotor speed variation with time for:  
(a) change in wind speed alone, (b reactive power change & wind speed variation, (c) both grid 
voltage & wind speed changes 
 
 
The changes in torque has effect with change in reactive power as in Figure 11 (b) and 
further more surges been observed when grid voltage disturbance occurred as in Figure 11 (c) 
is taking place. When reactive power is lagging at -0.6pu, there is a small surge in torque at 20 
seconds. Generator speed is also low at 1.27pu at -0.6pu reactive power, while at 0pu reactive 
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power, it is 1.32pu speed. But rotor speed increased to 1.4pu speed at low terminal grid voltage 
of 0.8pu. When, reactive power changes to 0pu from -0.6pu, rotor speed increased to 1.3pu 
from 1.27pu and grid terminal voltage changes to 1pu from 0.8pu between 20 to 30 seconds.  
Speed further increased to 1.35pu with leading reactive power of +0.6pu and decreased when 
grid voltage increased from 1pu to 1.2pu. Therefore rotor speed increases if reactive power 
changes from lagging (-ve) to leading (+ve) and rotor speed decreases with increase in grid 
terminal voltage beyond 1pu value in rms. The surges in torque will be observed very high when 
terminal grid voltage changes is due to the fact of change in mechanical power is not that faster 
than in comparison with electrical power change, which can be understandable using equal 
area criterion for SMIB system.  
 
5.3. Case C: Change in stator voltage and current with wind speed, reactive power and 
grid voltage 
The change in stator voltage and current with all three cases is shown in Figure 12 and 
zoomed voltage and current is shown in Figure 13. It can be observed that the stator terminal 
voltage is constant with change in wind speed as in Figure 12 (a) or with change in reactive 
power as in Figure 12 (b). There is an increase in current from 0.18pu to 0.5pu at 15 seconds 
with increase in wind speed from 8 to 15m/s and further increased to 0.9pu amps when speed 
increased to 20m/s and decreased to 0.3pu amps when speed of wind is 10m/s as shown in 
Figure 12 (c). But with change in reactive power, terminal voltage is nearly constant but there is 
a large change in current and voltage angle, hence large magnitude and angle change in 
current. When reactive power (Q) change from 0pu to -0.6pu, current increased from 0.15pu 
0.5pu amps and decreased to 0.5pu amps when Q changes from -0.6pu to 0pu and increased 
to 1pu amps when speed of wind is 20m/s and reactive power is 0.6pu. 
 
 
 
   (a)    (b)          (c) 
 
Figure 12. Stator voltage and current  for (a) change in wind speed alone, (b) reactive power 
change & wind speed variation, (c) both grid voltage & wind speed changes 
 
 
With sudden decrease in grid terminal voltage from 1pu to 0.8pu volts at 12 seconds, 
slowly stator current decreased exponentially when wind speed is very low of 0.1pu amps at 
8m/s and this current was improved to 1pu when wind speed increased to 15m/s. But when 
terminal voltage changed to 1pu from 0.8pu at 20s, current again reached to normal value of 
0.5pu amps as in case 1 and the current increased to again 1pu when wind speed reaches 
20m/s. when the grid terminal voltage increased to 1.2pu from 1pu, the stator current again 
decreased to 0.8pu amps and when wind speed finally reaches 10m/s with voltage at 1.2pu, the 
current is 0.2pu Amps as in Figure 12 (c) and 12 (a). Hence with increase in voltage at constant 
wind speed, current decreases and with increase in wind speed at same voltage current will 
increase and vice-versa. The zoomed stator voltage and current waveform for a particular time 
period of nearly 1 second for all three cases is shown in Figure 13. In the similar way as does in 
stator voltage and current, rotor voltage and current will also vary, but rotor current is bi-
directional unlike stator current does.  
 
                    ISSN: 2089-3272 
 
 IJEEI  Vol. 3, No. 4,  December 2015 :  239 – 260 
254
 
  (a)        (b)         (c) 
 
Figure 13. Stator voltage and current for (a) change in wind speed alone, (b) reactive power 
change & wind speed variation, (c) both grid voltage & wind speed changes 
 
 
5.4. Case D: Change in rotor voltage and current with wind speed, reactive power and 
grid voltage 
In all the three cases, rotor voltage is nearly constant at 0.32pu, but current is varying 
with variation in wind speed alone Figure 14 (a), with both wind speed and reactive power 
change in Figure 14 (b) and for voltage and wind speed variation as in Figure 14 (c). For the first 
case, with increase in rotor speed, rotor current increases and vice versa. When wind speed is 
at 8m/s, rotor current is 0.2pu, when wind speed reaches 15m/s, rotor current is 0.5pu, it is 
0.9pu when wind speed is 20m/s and is 0.3pu when wind speed is 10m/s as shown in  
Figure 14 (a) and zoomed picture in Figure 15(a). But when reactive power at -0.6pu, rotor 
current is 0.8pu is even low at 8m/s wind speed and increased to 1pu amps when wind speed 
reaches 15m/s as in Figure 14 (b). When reactive power reaches 1pu, rotor current is 0.5pu 
amps at wind speed of 15m/s and for leading reactive power of +0.6pu, the rotor current is 
again 1pu at wind speed of 20m/s and 0.5pu amps at 10m/s wind speed.  With increase in wind 
speed or at leading or lagging reactive power, rotor current is also increasing like stator current.  
 
 
 
           (a)       (b)    (c) 
 
Figure 14. Rotor voltage and current (a) change in wind speed alone, (b) reactive power change 
& wind speed variation, (c) both grid voltage & wind speed changes 
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In the same scenario, rotor current is decreasing with increase in grid terminal voltage 
and vice-versa but without any appreciable change in rotor voltage. With sudden changes in 
voltage at 12, 20 and 30 seconds as in Figure 14 (c), there are few spikes in rotor current due to 
sudden reversal of current magnitude and angle with respect to terminal voltages respectively. 
The zoom in rotor voltage and current in the time period between 29.8 to 30.6 seconds for 
change in voltage and wind speed is shown in Figure 15 (c).  
 
 
 
  (a)       (b)        (c) 
 
Figure 15. Rotor voltage and current for (a) change in wind speed alone, (b) reactive power 
change & wind speed variation, (c) both grid voltage & wind speed changes 
 
 
5.5. Case E: Change in stator real and reactive power with wind speed, reactive power 
and grid voltage 
The stator real and reactive power flow for all three cases is shown in Figure 16. The 
reference power which is the mechanical power output from turbine and actual generator real 
power change is shown in Figure 17. In the first case with change in wind speed, with very low 
wind speed of 8m/s, output stator real power is 0.1pu watts till 15 seconds. When wind speed 
reaches 15m/s, stator real power increased to 0.5pu and further increased to 0.8pu for 20m/s 
wind speed at 25s and decreased to 0.2pu power at 35s for 10m/s speed as shown in  
Figure 16 (a). During the change in wind speed, real power alone is changing and reactive 
power is constant at reference of 0pu. There are few surges in the reactive power due to 
change in voltage angle with respect to grid and also mainly due to change in stator and rotor 
current flows and rotor voltage change. With the change in reactive power demand from grid 
from 0pu to -0.6pu and +0.6pu at 12 and 30 seconds are shown in Figure 16 (b). It can be 
observed that with change in reactive power from 0pu to -0.6pu, reactive power from generator 
is changing with a small time lag of 0.8s and real power maintained nearly constant value of 
0.1pu at 8m/s wind speed. Similarly with reactive power changing to 0pu and +0.6pu, the 
reactive power is changing within 1 second and real power is almost constant with small surges 
in real stator power during this transient.  
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  (a)       (b)       (c) 
 
Figure 16. Stator real and reactive power waveform with time for (a) change in wind speed 
alone, (b) reactive power change & wind speed variation, (c) both grid voltage & wind speed 
changes 
 
 
In third case with both voltage and wind speed changing, with the grid voltage variation 
from 1 to 0.8pu at 12th second, real power which is at 0.1pu changed to 0.05pu and reactive 
power which is at 0pu reached 1pu at this 12th second instant and slowly decaying to reach to 
reference 0pu value. This change in reactive power is to make voltage of stator to get adjusted 
to grid voltage without losing synchronism.  
 
 
5.6. Case F: Comparison of reference and actual stator real and reactive power with 
change in  wind speed, reactive power and grid voltage 
The reference mechanical power output is shown with pink line and generator power is 
with blue line for the first case is shown in Figure 17 (a). It can be observed that, nearly 
generator actual power is matching with reference power and the mismatch is because of 
looses in turbine, gear wheels and generator and this mismatch is inevitable. With increase in 
wind speed, reference power is increasing and vice versa. When wind speed is 8m.s, output 
electrical real power is 0.1pu till 15s and reaches 0.4 and 0.8pu at 15 and 25 seconds with wind 
speed changing from 15 to 25m/s and then decreases to 0.2pu due to decrease in wind speed 
to 10m/s respectively. With the change in voltage at grid, stator terminal real power is 
maintained at constant value but with surges at instant of transient but reactive power is 
adjusting till stator voltage reaches the grid voltage for maintaining synchronism as shown in 
Figure 16 (c) and 17 (c). At the instant of 20 and 30 seconds, there is surge in real and reactive 
powers but were maintaining constant stator output real powers of 0.5 and 0.8pu watts and 0pu 
Var as in Figure 16 (c).  
The Figure 6h is the output real and reactive powers from stator and rotor adding vector 
ally as shown in blue color lines and reference real power from turbine and reactive power from 
grid terminal in pink. To meet the desired grid reactive power, both stator and rotor has to 
supply for faster dynamics with an aid to RSC and GSC control schemes and is achieving as 
shown in Figure 17 (b). With the change in wind speed and reactive power, real power from 
generator is matching its reference value for case 2, but small deviation can be observed from 
time 30 to 35 seconds is due to sudden change in reactive power demand from grid and the 
deviation in real power is from 0.8pu to 0.7pu which is small. However reactive power is 
following its trajectory within 1 second.  
In the case 3, both voltage and reactive power changing with time, total output real and 
reactive powers from stator and rotor is delivering to grid to meet the desired grid power 
demand. Unlike with change in reactive power, change in voltage is not affecting any deviation 
in real power and is following the trajectory nearly accurate with maximum deviation of 5% in 
real power. The reactive power change with grid voltage is high when voltage decreased from 
1pu to 0.8pu volts.  
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  (a)                     (b)        (b) 
 
Figure 17. generator reference and actual real power waveform with time for (a) change in wind 
speed alone, generator real and reactive power flows for actual and reference for change in  
(b) reactive power change & wind speed variation, (c) both grid voltage & wind speed changes 
 
 
When wind speed is increasing, mechanical and electrical torques are increasing 
without any change in stator reactive power. Variation in grid reactive power causes quadrature 
currents on both stator and rotor to change but torque, speed or real powers from stator or rotor 
remains unaltered. The variation in grid terminal voltage, a very small change in TSR and Cp 
can be observed. It is due to the fact that the TSR and Cp depends on parameters and is 
independent on voltage and reactive power. The TSR and Cp are blade size and shape with 
change in ambient temperature and wind speed dependant natural parameters. With increase in 
voltage at constant wind speed, current decreases but, with increase in wind speed at same 
voltage, current will increase and the decrease in wind speed caused current from stator to rotor 
decreases with stator voltage as constant as depicted by grid. In the similar way as does in 
stator voltage and current, rotor voltage and current will also vary, but rotor current is bi-
directional unlike stator current does.  The change in voltage at grid, stator terminal real power 
is maintained at constant value but with surges at instant of transient but reactive power is 
adjusting till stator voltage reaches the grid voltage for maintaining synchronism. To meet the 
desired grid reactive power, both stator and rotor has to supply for faster dynamics and it 
depends on faster action of RSC and GSC control schemes. The change in three cases is 
tabulated below. The variation in reactive power and grid voltage variations during the 
respective time period is shown in Table 2 and Table 3. In the Table 1, due to change in wind 
speed input to turbine alone, generator and wind turbine parameters change are summarized. 
There are surges produced in electromagnetic torque (EMT) due to variations in reactive power 
and grid voltage. Large spikes in stator current and rotor current are produced due to sudden 
increase or decrease in grid voltage. Certain deviations in rotor speed can be observed due to 
change in reactive power or grid voltage. It is due to variation in current flow in the rotor circuit, 
thereby variation in rotor flux and hence rotor speed.   
 
 
Table 1. Change in Reactive power during the time period along with change in wind speed 
Time range (s)  0.-20 20-30 30-50 
Reactive power (pu) -0.6 0 0.6 
 
 
Table 2. Change in grid voltage during the time period along with change in wind speed 
Time range (s)  0.-12 12-20 20-30 30-50 
Reactive power (pu) 1 0.8 1 1.2 
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Table 3. Variation of turbine and generator parameters with change in wind speed input 
Wind speed (m.s) 8 15 20 10 
Time (s) 10 15 25 35 
TSR (degree) 4.9 2.5 1.95 3.95 
Cp 3.25 1.75 1.25 2.60 
EMT (pu) -0.2 -0.5 -0.8 -0.3 
Rotor speed (pu) 1.32 1.31 1.30 1.33 
Stator current (pu) 0.2 0.5 0.8 0.3 
Rotor current (pu) 0.25 0.55 0.90 0.35 
Stator power (pu) -0.2 -0.5 -0.8 -0.3 
Rotor power (pu) 0 0 0 0 
 
 
6. Conclusion 
From the proposed control scheme, the torque, speed and reactive power control of 
DFIG is very specific. With change in wind speed, electromagnetic torque surges are low and 
the variation in wind speed is not getting the generator rotor speed variation is due to better 
transition in gear wheel mechanism. Reactive power demand from grid is accurate which can be 
met by proper control action of RSC and GSC. The proposed methodology is accurate and 
following all basic mathematical equations explained in previous section. Distinct from reactive 
power variation, change in voltage is not affecting any deviation in real power and is following 
the trajectory nearly accurate with maximum deviation of 5% in real power. The reactive power 
change with grid voltage is high when voltage decreased from 1pu to 0.8pu volts. Hence the 
proposed control scheme can be applied with ever changing transients like large variation in 
wind speed, reactive power and grid voltage. The system is very stable without losing 
synchronism when grid voltage is increasing or decreasing to a ±0.2pu change from nominal 
voltage value.  
 
 
Appendix 
The parameters of DFIG used in simulation are, 
Rated Power = 1.5MW, Rated Voltage = 690V, Stator Resistance Rs = 0.0049pu, rotor 
Resistance Rrӏ = 0.0049pu, Stator Leakage Inductance Lls = 0.093pu, Rotor Leakage 
inductance Llr1 = 0.1pu, Inertia constant = 4.54pu, Number of poles = 4, Mutual Inductance Lm 
= 3.39 pu, DC link Voltage = 415V, Dc link capacitance = 0.2F, Wind speed = 14 m/sec. 
Grid Voltage = 25 KV, Grid frequency = 60 Hz. 
Grid side Filter:  Rfg = 0.3Ω, Lfg = 0.6nH 
Rotor side filter: Rfr = 0.3mΩ, Lfr = 0.6nH 
Wind speed variations: 8, 15, 20 and 10 at 15, 25 and 35 seconds. 
Reactive power change:  -0.6 to 0 and +0.6pu at 20 and 30 seconds. 
Grid voltage change: 0.8 to 1 and to 1.2pu at 20 and 30 seconds. 
 
 
Nomenclature 
ܮ௟௦, ܮ௟௥, ܮ௠ Stator or Rotor leakage reactance and magnetizing reactance   ܴ௦, ܴ௥  Stator or Rotor resistance 
௦ܸௗ, ௥ܸௗ, ௦ܸ௤,	 ௥ܸ௤  two axis stator or rotor voltage 
I௦ௗ, ܫ௥ௗ, ܫ௦௤,	I௥௤ two axis stator or rotor current 
Ψ௦ௗ, Ψ௥ௗ, Ψ௦௤,	Ψ௥௤ two axis stator or rotor flux linkage 
௦ܲ, ௥ܲ  Stator or Rotor real power ܳ௦, ܳ௥  Stator or Rotor reactive power ߱௦, ߱௥  Stator or Rotor speed 
௘ܶ  Electromagnetic torque ݌  Pole pairs 
 s  Slip 
p.u.  per unit 
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